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 C 000 Initial Comments  C 000

Report of Biennial Construction Survey by Dennis 
Harrell on 9-2-2016.  

Records indicate that this facility was first 
licensed on 6-1-1974, with a capacity of 34 Beds.  
Based on this information, the facility was 
surveyed using the 1971 Minimum and Desired 
Standards and Regulations for Homes for the 
Aged and Infirm and the applicable portions of the 
2005 Rules for Adult Care Homes of Seven or 
More Beds.

 

 C 111 Must Have Current San. & Fire Safety Reports

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0302 DESIGN AND 
CONSTRUCTION(
f)  The facility shall have current sanitation and 
fire and building safety inspection reports which 
shall be maintained in the home and available for 
review.

This Rule  is not met as evidenced by:

 C 111

Based on a review of documents, the most recent 
Fire Marshal building safety inspection report was 
dated in July of 2014.

 

 C 150 Corridors-Free of equipment and Obstructions

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0305 PHYSICAL 
ENVIRONMENT
(g)  The requirements for corridors are:
(4)  Corridors shall be free of all equipment and 
other obstructions.

This Rule  is not met as evidenced by:

 C 150

Based on observation, the corridor was not  
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 C 150Continued From page 1 C 150

maintained free of obstructions.
Finding includes:
There were 2 chairs and a large TV stored in the 
right corridor reducing the clear width to about 
3.25 feet.

 C 164 Housekeeping and Furnishings-Clean, Repaired

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0306 HOUSEKEEPING AND 
FURNISHINGS
(a) Adult care homes shall:
(1)  have walls, ceilings, and floors or floor 
coverings kept clean and in good repair;
(2)  have no chronic unpleasant odors;
(3)  have furniture clean and in good repair;
(e)  This Rule shall apply to new and existing 
facilities.

This Rule  is not met as evidenced by:

 C 164

Based on observation, the floor was badly stained 
around the toilet in the men's main bathroom.

 

 C 166 Housekeeping-Maintained Free of Hazards

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0306 HOUSEKEEPING AND 
FURNISHINGS
(a) Adult care homes shall:
(5)  be maintained in an uncluttered, clean and 
orderly manner, free of all obstructions and 
hazards;
(e)  This Rule shall apply to new and existing 
facilities.

This Rule  is not met as evidenced by:

 C 166

1.   Based on observation, the building was not 
maintained in a safe manner by not properly
handling portable medical oxygen cylinders. This 
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 C 166Continued From page 2 C 166

could affect all residents, staff and visitors if 
cylinders fall, breaking their valves, propelling the 
cylinder and turning it into a dangerous projectile. 
Findings include:
Several portable medical oxygen cylinders were 
not stored in an approved container.

2.  Based on observation there was a hasp and 
padlock on the outside of the door to the Activity 
office/closet.  Latching hardware that can only be 
operated from one side of the door, such as 
hasps and padlocks, present the possibility that 
someone could be trapped in the room. 
Note;  There was no key onsite for the padlock 
but staff broke the hasp during the survey to allow 
entry.

3.  Based on observation, there was no key onsite 
to allow entry into the former furnace room to 
survey for hazards.  

4.  Based on observation, there was no 
documentation since March of the required 
monthly inspections for the fire extinguishers.   
Fire extinguishers must be inspected monthly and 
the inspections must be documented on the tag 
provided on the extinguisher.

 C 185 Fire Safety-Rehearsals on Each Shift

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0309 PLAN FOR 
EVACUATION
(b)  There shall be rehearsals of the fire plan 
quarterly on each shift in accordance with the 
requirement of the local Fire Prevention Code 
Enforcement Official.
(c)  Records of rehearsals shall be maintained 
and copies furnished to the county department of 

 C 185
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 C 185Continued From page 3 C 185

social services annually.  The records shall 
include the date and time of the rehearsals, the 
shift, staff members present, and a short 
description of what the rehearsal involved.
(f)  This Rule shall apply to new and existing 
facilities.

This Rule  is not met as evidenced by:
Based on a review of documents, many of the 
records available onsite included no description 
of what the rehearsal involved.

 

 C 189 Building Equipment Maintained Safe, Operating

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0311 OTHER 
REQUIREMENTS
(a)  The building and all fire safety, electrical, 
mechanical, and plumbing equipment in an adult 
care home shall be maintained in a safe and 
operating condition.
(k)  This Rule shall apply to new and existing 
facilities with the exception of Paragraph (e) 
which shall not apply to existing facilities.

This Rule  is not met as evidenced by:

 C 189

1.  Based on observation, many corridor doors 
are prevented from closing quickly and latching to 
resist the passage of fire and smoke.  Corridor 
doors that do not close completely and latch 
present the possibility that a fire that begins in 
one space can quickly spread to the corridor and 
the remainder of the facility.
Findings include;
a.  The smoke barrier door in the corridor failed to 
close completely and latch when activated by the 
fire alarm system.
b.  The double doors to the dining room will not 
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 C 189Continued From page 4 C 189

close completely and latch when activated by the 
fire alarm system.
c.  The door to bedroom 8 does not fit the 
opening properly to be resistant to the passage of 
smoke.
d.  The door to the employee bathroom door does 
not fit the opening properly to be resistant to the 
passage of smoke.

2.  Based on observation the required one-hour 
fire rated walls and/or ceilings were compromised 
in locations.  Holes and penetrations that are not 
sealed with materials approved for use in 
one-hour fire rated construction present the 
possibility that a fire that begins in one space can 
quickly spread to other areas of the facility.
Findings include:
a.  Hole through the corridor wall to the 
Administrator's office,
b.  HVAC register hanging down from the ceiling 
in the dining room exposing a hole,
c.  Holes at PVC conduits through the ceiling in 
the laundry.

3.  Based on observation, the battery powered 
emergency sign and light above the front door 
would not work when tested.  Battery powered 
emergency lights that will not work properly for at 
least 90 minutes could endanger the residents 
and staff.

4.  Based on observation, the sink in the Staff 
bathroom was leaking on the floor causing a slip 
and fall hazard.

5.  Based on observation, the sink in the men's 
main bathroom was installed incorrectly and in 
violation of the Plumbing Code with the hot and 
cold water reversed.
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 C 189Continued From page 5 C 189

6.  Based on observation, there was a 3 way 
electrical outlet expander in use in the Activity 
office/closet.  Outlet expanders present the 
possibility of overloading the electrical circuit.
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